Valor H6 1400M ==

Mantel Clearances with HeatShift ONLY

/A warninG HeatShift

RISK OF OVERHEATING AND FIRE!

Ensure HeatShift installation NOTE
'S compl.ete AND |pternal These Mantel Clearances apply ONLY
convection baffle is removed when HeatShift system is installed

(see HeatShift installation) when
using these combustible mantel

clearances. Combustible

, materials must
be kept behind

this line

Sidewall clearances remain as stated in this
installation manual.

_ H5=39" Mantel

H6=44-1/2" Height
(from

H5= 35" Bottom

— H6=40-1/2" of Unit)

Combustible wall finish up to
1" thick may be installed over
cement board and butt up

to flat trim plates OR 1130FFK,
1430FFK, 1130CIK and 1430CIK
- projections.

Q DO NOT COVER PLATE OR
o PROJECTION WITH
Cement board as specified | cOMBUSTIBLES.

in appliance’s installation
manual

29" (H5)
34-1/2" (H6)

/Bottom of Unit v

4" minimum to
combustible

hearth
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